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ATTACHMENT 1 

Contract Number GS-21F-0185W, Order Number 36C25220F0056 is hereby amended as follows.  All 

other prices, terms, and conditions remain in full force and effect. 

B.2 AMENDED PRICE SCHEDULE AND STATEMENT OF WORK

Item 

Number 
Description of Supplies/Services Quantity Unit 

Total 

Amount 

0020 

Repair/replacement and cleaning of the 

Building Automation System (“BAS”) 

components that provide for 

temperature and humidity regulation of 

the SF3A Pharmacy Clean Room in 

accordance with the amended 

Statement of Work, below. 

1 JB $219,805.00 

A. Overview:

1. Purpose of Modification.  This modification provides for the replacement of the Building 
Automation System (“BAS”)  components that provide for temperature and humidity regulation 
of the SF3A Pharmacy Clean Room at the Jesse Brown VAMC.

2. Component Requirements.  All components shall be BACNet compatible, comply with the 
HVAC Design Guide, and connect with the BACNet system.

3. Asbestos Abatement.  Asbestos abatement is not included under this Modification.

4. Amended Period of Performance.  Complete all work including submittals, reviews, and quality 
control no more than 160 calendar days from Notice to Proceed.  This period includes product 
submittal review.  The Notice to Proceed for this Contract was issued on November 1, 2019; the 
deadline for this amended Period of Performance is May 2, 2020.

B. Air Handling Unit (“AHU”) Repairs and Cleaning:

1. Clean chilled water coil;

2. Clean hot water coil;

3. Clean condensate pans;

4. Clean drain lines (OSD lines to remain as is);

5. Install Nu-Calgon antibacterial drain pan tabs;

6. Check all electrical connections;

7. Replace all worn or chafed wiring;

8. Check AHU for cracks and leaks;

9. Seal and repair all cracks and leaks found on AHU;

10. Inspect all contactors and relays;
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11. Replace all work contactors and relays; 

12. Check all damper shafts for wear and damage, and lubricate all actuators and dampers; 

13. Tighten all damper actuator set screws; 

14. Clean/vacuum all dirt and dust from the AHU; 

15. Check and record the fan wheel balance; 

16. Balance the fan wheel as required by the check; 

17. Check all bearings for wear and damage, and lubricate all bearings; 

18. Replace all worn bearings; 

19. Tighten all accessible ductwork screws and bolts; 

20. Replace all air filters (pre-filters); 

21. Install new HEPA filters (finishing filters); 

22. Install drains and vent plugs that are currently missing; 

23. Replace existing heating water triple duty valves (picture of a valve in its current state, below); 

   

24. Clean all heating and cooling water strainers; 

25. Replace existing discharge transition duct with a new discharge transition duct and reinstall 

existing UV lights; 

26. Install new HEPA filter bank with access door in supply air duct, locations to be determined 

onsite; 

27. Inspect humidifier and check controls; 

28. Repair and/or replace humidifier, as required; 

29. Inspect existing Sanuvox UV air purifier and verify proper operation; 

30. Replace broken thermometers (picture of a thermometer in its current state, below); 



Contract Number GS-21F-0185W 

Order Number 36C25220F0056 

Modification Number P00001 

 

Page 4 of 5 

 

31. Insulate new discharge transition duct; 

32. Insulate return ductwork as required; 

33. Insulate heating piping for burn protection as required; 

34. Insulate chilled water piping as required; 

35. Insulate water piping not currently insulated; 

36. Clean exterior of AHU; and 

37. Touch-up paint on mechanical room floor to more easily identify future leaks. 

C. AHU Conversion from Constant Volume (“CV”) to Variable Air Volume (“VAV”): 

1. Remove and dispose of two (2) existing room sensors; 

2. Provide and install two (2) new combined temperature/humidity room sensors (flush, wall-

mounted); 

3. Remove and dispose of three (3) existing pressure differential monitors; 

4. Provide and install three (3) new pressure differential monitors; 

5. Remove and dispose of existing AHU supply fan 7.5 HP motor; 

6. Provide and install one (1) new AHU supply 7.5 HP inverter grade motor; 

7. Remove and dispose of existing Full Voltage Non-Reversing (“FVNR”) starter on supply motor; 

8. Provide and install one (1) new 7.5 HP Variable Frequency Drive (“VFD”) (internal bypass with 

BACnet communication card); 

9. Remove and dispose of AHU return fan 3 HP motor; 

10. Provide and install one (1) new AHU return 3 HP inverter grade motor; 

11. Remove and dispose of FVNR starter on return motor; 

12. Provide and install one (1) new 3 HP VFD (internal bypass with BACnet communication card); 

13. Provide and install two (2) new 1 HP VFDs for exhaust fans (internal bypass with BACnet 

communication card); 
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14. Replace all belts; 

15. Replace all worn/damaged sheaves as required; 

16. Provide and install temperature sensors on supply and discharge of the chilled water coil in the 

AHU; 

17. Provide and install temperature sensors on supply and discharge of the heating water coil in the 

AHU; 

18. Provide and install new duct-mounted static pressure sensors; 

19. Provide graphics, schedules, trends, and alarms at existing Niagara FX Frontend to incorporate 

new equipment; 

20. Reuse existing conduits to the maximum extent practicable; 

21. Rework pressurization sensor wiring and pressurization sensor tubing/piping; 

22. Change the existing sequence of operation of the AHU to convert to VAV control; 

23. Cutting and patching of all surfaces for flush-mounting of all devices; 

24. Cutting, patching, and sealing of ceiling of Pharmacy Clean Room spaces where above-ceiling 

work was performed; 

25. Perform Clean Room level of Infection Control; 

26. Test and balance AHU and Clean Rooms; 

27. Perform final certification of Clean Room, including HEPA recycling filter hoods; and 

28. Perform work on premium time so as not to interfere with normal VAMC operations. 
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